
How to Install a Conversion Kit

(1) 200A 120/240V Watthour Meter
#708420-MO

(1) 100A 4-Term Cast Socket #AP2300-03

(1) Close Nipple 1” Galvanized #708425-SO

(4) Screw 12-24 x 15/32 Slot Hex Head #701082-SC

(4) Hub 1” (A7514) #910610-AO

Extruded Hub Opening

Connect wires to internal C/B panel assembly.

Wire supplied by customer.Plastic Padlock Seal (Not Shown)
#708429-MO

Connect to incoming 
service conductors

CAUTION: Do not substitue non-metalic 
components. Grounding is achieved 
through metal to metal contact.


